
DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: t · f(' F\,UC.l. Signaturer.9.W Date: 1-/{,-D! 
Tank: 0 Waste oil tank }i'Y"aste treatment tank system 

·, 

1. Are there corrosion or leakage: (22 CCR 66265.195{8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet ·ping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 ccR 66265.195{8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(8)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22CCR66262.34(c)) 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date m!Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

·-

Due Date:------------ Follow-Up Date:------------

l 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _..E_._, .!..rS_,_f<--'-U_d_'-- Signature: fJ., ~ Date: 1-3-tJ 7 
Tank: 0 Waste oil tank /Waste treatment tank system 

1. Are there signs 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and_ hazardous properties, 

8. Emergency ipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date:------------

) 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f.K~ULJ( Signature: [£ W 
Tank: D Waste oil tank ;£waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(s)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(s}(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

Date: /-4--07 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173{a)J 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J , · Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

0 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. ~P{7cJ( Signature: U ~ Date: f-5- 01 
Tank: 0 Waste oil ta~k ., Waste treatment tank system 

corrosion or leakage: (22 CCR 66265.195{a)(2)) 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3}) 
a. Inlet valves and connections? 
b. Outlet valves and connect'1ons? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 accumulation time limit? (22 CCR 66262.34{c)} l· Is tank labeled. with a legibly completed hazardous waste label? (22CCR66262.34(f)) · Generator name and address; storage start date and p'1ck up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E;, KRU c.K Signature:&~ Date: /~ Cj-cJ7 
Tank: 0 Waste oil tank treatment tank system 

~~e!h;BSiQr;Q~~tc;~~~~ca~~~~~--------------~YES NO* 1 1. Are there signs of or I (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22CCR66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) I 
· Generator name and address; storage start date and pick up date Of applicable); contents; physical state; and hazardous properties~ 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observatlcms for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _.,f=--,~.!.4L-8-"'!)'-'(/"'-'-/<"'---- Signature: u~ 
Tank: 0 Waste oil tank J'.-Waste treatment tank system 

1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 7- Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) ' Generator name and address; storage start date !!ill[ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £,.f(I?a;J{,_ Signature: fJ ~ Date: !-[[-() 7 
Tank: 0 Waste oil tank Jf Waste treatment tank system 

r-----~--~--~--~--~~------------------------------------~YES NO* 1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet pi hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 
1 4. Is secondary containment tree of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) J?· Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date: -,---------o-----

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _....E..:•_;_K_,_,_n...:..:U:.....:c"--!-K_-=......_ Signature: mf0 ~ Date: 1-/1.-Q] 
Tank: 0 Waste oil tank 'J'-Waste treatment tank system 

1. there signs of corrosion or leakage: (22 CCR 66265.195(a}(2}} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3}J 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173/a)) 
', 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4J) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 

17. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J · Generator name and address·, storage start date l!JlQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ~-----------Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

1 nspector Name: -'=E::..!..., -'--K..!.JR'-'-"U-"d"-"'--- Signature: & W Date: J..::JS-07 
Tank: 0 Waste oil tank )&-Waste treatment tank system 

1. Are there signs corrosion or (22 CCR 66265.195(8)(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) {22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date l!lli! pick up date {if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --=f':=...:'-~-!....R_U-=C_k.~_Signature: fJ ~ Date: I -/lrr67 
Tank: 0 Waste oil ta~k Jfwaste treatment tank system 

1. Are there signs of corrosion or lteaKacJe: (22 CCR 66265.795(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

Is equipment functioning properly (test) (22 CCR 66265.795(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.773(a}) 
4. Is secondary containment free of cracks, damage or deterioration? {22 CCR 66265.795{a){4)J 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} Generator name and address; storage start date am! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

·-

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Date: j ~/7-/)7 
Inspector Name: e, Kf?.rJd Signature: {J1 w 
Tank: 0 Waste oil tank l6" Waste treatment tank system ~----~--~--~--~~~--~~-------------------------------------YES NO* \. 1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8){2)} 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) {22 CCR 66265.195(8){3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)} 0 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 0 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 0 J. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) ' Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: £&, ~ Date: I -1&'-07 
Tank: 0 Waste oil tank Waste treatment tank system 

1 . Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 ccR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a)) 
' 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22CCR66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

17. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, f<guri( Signature: c& ~MtJ< 
Tank: 0 Waste oil tank ~Waste treatment tank system 

1 . Are there signs of corrosion or : (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers orooerlv closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265;195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22CCR66265.195(8}(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR66262.34(c}) 
,7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) ' Generator name and address; storage start date ru]Q pick up date (if applicable): contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _ES-. ..... fCi-1.->_,_R~tJ-=a(_"--'----=---Signature: -------- Date: (-J-2 '-'[/7 
Tank: 0 Waste oil tank )11 Waste treatment tank system 

1. Are there signs corrosion or lo"a~a:~"· (22 CCR 66265.195(8}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet pi , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 1 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4)) 

I 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
, 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) ' Generator name and address; storage start date and pick up date (if applicable): contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f. f<'Rod(' Signature:~ Date: f-.23-07 
Tank: 0 Waste oil tank _X waste treatment tank system 

1 . Are ere signs of corrosion or leakage: (22 CCR 66265.195(8)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?• 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(8)) 
1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
?·Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) · Generator name and address·, storage start date l!QQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Nam.e: f,1{Rd Signature: ftQ ~M?J:::: Date: ( -A.-1-()7 
Tank: 0 Waste oil tank "Waste treatment tank system 

Are there signs corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? {22 CCR 66262.34(c)} 
. 7. Is tank labeled with a legibly completed hazardous waste label? {22 CCR 66262.34(f)J 
' 

. Generator name and address; storage start date !ill!:! pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency readily available/accessible and in ood condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: __,F-_ . ....:.K....:.f\_iJ_v-=.K __ Signature: &Q ~ 
Tank:· 0 Waste oil tank 'f.-waste treatment tank system 

7-;:;:;E;tiiEifeS'igriSOtC;;r;Q"SiOri"OriE;ka~(22C:cR"f~~(;j{2j~-------YES NO* ·1 1. Are there signs of corrosion or e: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?-

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. 1 s secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 

I 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 

,7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address: storage start date M9 pick up date (if applicable): contents: physical state: and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

0 
0 
0 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Signature: frO. ~ Date: 1-lb-07 
Tank: 0 Waste oil tank 'JZ(waste treatment tank system 

~----~--~~~--~~--~-~----------------------------------~YES NO* 1. Are there signs of corrosion or leakage: {22 ccR 66265.195{8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

1 2. Is equipment functioning properly (test) {22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173{8)) 
I 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195{8){4)) 
6. Waste accumulation within the 90 accumulation time limit? {22 CCR 66262.34{c)) 
,? . Is tank labeled with a legibly completed hazardous waste label? {22 CCR 66262.34(f)) 

Generator name and address; storage start date Ml! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f · KK.uc,f( Signature: f;,;p ~ Date: J-30 -tJ7 
Tank: 0 Waste oil ta~k jwaste treatment tank system 

1. Are there signs of corrosion or I (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 
5. Is secondary containment free of accumulated i residues? (22 CCR 66265.195(8}(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J i 

Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties~ 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name:----"'£::::..!..'. r\'-'-'R~U_,v:..:l(=.-_ Signature: U ~ Date: !-3b -() 7 
Tank: 0 Waste oil tank ?aste treatment tank system 

~~--~~~~----~--~~-----------------------------------YES NO* 1 . Are there signs of corrosion or l,ca~a>l"· (22 CCR 66265.195(8}(2}) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i 'ng, hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3}) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4}} 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c}) 

1
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date ID1Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: F: .rJR ud, Signature: & ~Date h3f-1}7 
Tank: 0 Waste oil tank j,waste treatment tank system 

\ 1 . Are there signs corrosion or leakage: (22 CCR 66265.195(a){2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet pip'1ng, hoses, valves or connecf1ons?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High· level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a){4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 

i, 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} Generator name and address: storage start date I!.QQ pick up date (if applicable); contents; physical state; and hazardous properties, 

\ 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f. K f<U e-K. Signature: fip ~ 
Tank: 0 Waste oil tank ~Waste treatment tank system 

1. Are there signs 
a. Tank exterior? 
b. Inlet pip'tng, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

Date: 2. -/-() 7 

:, 2. Is equipment function'tng properly (test) (22 CCR 56265. 195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

' 
1 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265. 173(8)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
1 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 
, 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) Generator name and address·, storage start date 1\l]Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. ~6llGk Signature: 4Q ~(( Date·. ~' A -{) 7 
Tank: 0 Waste oil tank. "{waste treatment tank system 

1. Are there or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections?· 

, 2 Is equipment functioning properly (test) {22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High-level alarm/indicator? 

1 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)} 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) 
Generator name and address: storage start date !lru! pick up date (if applicable): contents: physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ------------Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: C .K1~ l.t:-~ Signature: & ~J Date: J. -$-6 7 
Tank: 0 Waste oil tank~ Waste treatment tank system 

1. Are there signs corrosion or l,oa•'a""· (22 CCR 65265.195(8){2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 

hoses, valves or connections?• 
2. Is equipment functioning properly (test} (22 CCR 65255.195(8}{3)) a. Inlet valves and connections? 

b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 56265.173(8)) 
I 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 65265.195(8}{4)) . 5. 1 s secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}{4)) ·:. 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34{c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) Generator name and address; storage start data ruJ2 pick up date (if applicable); contents; physical state; and hazardous · 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

0 

Due Date:------------ Follow-Up Date:------------

I 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f'r J{Kud Signature: {& ~ Date: 2-~-cJ7 
Tank: 0 Waste oil tank ;a;waste treatment tank system 

~---~--~--~--~--~~--------------------------------------YES NO* 1. Are there signs of corrosion or leakage: {22 CCR 66265.195(8){2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet 1 • , hoses, valves or connections?· 

. 2 Is equipment functioning properly (test) (22 ccR 66265.195(a)(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. 1 s secondary containment free of crac.ks, damage or deterioration? (22 CCR 66265.195(8}{4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 

'1 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
\ 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) ' Generator name and address; storage start date 5!ill! pick up date (if applicable}; contents; physical state; and hazardous properties, 

' 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ------------Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f'. +{Rue[' Signature: &J ~ Date: :<. -7 -o 7 
Tank: 0 Waste oil tank ;J[Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8}(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?-

, 2 Is equipment functioning properly (test) (22 CCR 66265.195(8}{3)} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

13. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(8)) 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(8)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} Generator name and address: storage start date JillQ. pick up date (if applicable): contents: physical state: and hazardous properties, 

! 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f. K R ucl< Signature: & t<;;)td\ Date: J.. ·S-Dr 
Tank: 0 Waste oil tank )iwaste treatment tank system 

------~--~--~--~--~~------------------------------------~YES NO* 1. Are there signs of corrosion or leakage: (22 CCR 55255.195(a)(2)} a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections?· 

'

1 

2. Is equipment functioning properly (test) (22 CCR 56255.195(a)(3)} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4}) · 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a}(4)} 
1 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 56262.34{c)) ' 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34((}) 

I 
Generator name and address; storage start date !l!lQ pick up date (if applicable); contents; physical state; and hazardous properties, 

1 
8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66255.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: --------------------- Follow-Up Date: ---------------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Fe- 1<£uc.K Signature: 8{J ~ Date: Z,-tj-0'7 
Tank: 0 Waste oil tank 'f(Waste treatment tank system 

a. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

. 2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3}} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/Indicator? 

: 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)} 
1 4. Is secondary containment tree of cracks, damage or deterioration? (22 CCR 66265.195(8}(4}) I 5. Is secondary containment tree of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)} 1 6. Waste accumulation within the 90 day accumulation t'1me limit? (22 CCR 66262.34(c)) ., 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) 

} 

· . Generator name and address; storage start date MQ pick up date (if applicable); contents; physical state; 
' and hazardous properties, 

1 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations tor Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date:------------ Follow-Up Date: -----------"7 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f, K~ ucK Signature: ~ Date: 2-L3-07 
Tank: 0 Waste oil tank ywaste treatment tank system 

--~--~--~--~--~--~~------------------------------------~YES NO* 
1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8){2)) a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections?· 

:, 2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

! 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) ' 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date !!ill! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? {22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. X RVd Signature: ~ Date: J. +t:tJ 7 Tank: 0 Waste oil tank /<[Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8}(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

!, 2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(8)) i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
• 

• 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR66265.195(s)(4)) \ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 
7. Is tank labeled with a legibly completed hazardous waste label? (22CCR 66262.34(()) Generator name and address; storage start date~ pick up date (if applicable); contents; physical state; 

and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken lor obser-vations lor Items checked "NO": 

.. 

0 
0 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

1 nspector Name: __.,[:..:..·K~R...l.I.<'U-"'G'-'-K __ Signature·. f.& ~ Date: J..--/5-b 7 
Tank: 0 Waste oil ta~k _?(waste treatment tank system 

• 1. Are there signs of corrosion or leakage: (22 CCR 66265. 195(8}(2)) a. Tank exterior? 
b. Inlet pip'1ng, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

, 2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8)(4)) 
1

1 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) ; 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) 
I 

Generator name and address: storage start date ruJS.! pick up date (it applicable): contents: physical state: 
and hazardous properties, 

: 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken lor obser.vatlons lor Items checked "NO": 

0 

0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _e=·:__:__KJ..:..R~{)_u_K __ Signature: &Q 
Tank: 0 Waste oil tank f-waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a){2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

:, 2. 1 s equipment functioning properly (test) (22 CCR 55265.195{8}(3}} a. lnlel valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 65265.173(8)) 4 1 s secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4}) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66255.195{a){4}) \ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) ) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J : Generator name and address; storage start date ruJQ. pick up date 01 applicable); contents; physical state; and hazardous properties, 

! 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations tor Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E ( HR od.. Signature: fd_ ~ 
Tank: 0 Waste oil tank ~Waste treatment tank system 

Date. l~[q -O 1 

YES NO* i 1 Are there signs of corrosion or la~~~:;;e: (22 CCR 66265.195(8)(2)) rM a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 0 
I 

-
: c. Outlet piping, hoses, valves or connections?· 
'2 Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) ' 

a. Inlet valves and connections? mo b. Outlet valves and connections? 
r~ 0 c. High·level alarm/Indicator? 1-15[ 0 : 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) ~ 0 i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) lZl 0 \ 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4)) ~ 0 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) ~- 0 I 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) 

~~ 
I 

Generator name and address; storage start date !!ill! pick up date (if applicable); contents; physical state; 0 and hazardous properties, 

1 
8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) \?a 0 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken lor obser.vatlons lor Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. KR-od Signature: cc:t~ 
Tank: 0 Waste oil tank jwaste treatment tank system 

Are there signs of corrosion or leakage: (22 CCR 66265.195(8}{2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

'

1 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

Date: z.-'l[)·ft! 

1 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(8}(4)) 
1 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s}(4)) i 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 

) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address·, storage start date lillli pick up date (if applicable)·, contents; physical state; and hazardous properties, 

, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £;Kf<_ud Signature: U l{vtJ Date: 2- J..J-{)1 
Tank: 0 Waste oil tank fwaste treatment tank system 

1. Are there of corrosion or kage: (22 CCR 66265.195(8}(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet 1 , hoses, valves or connections?• 

•

1 

2. Is equipment functioning properly (test) (22 ccR 66265.195(8)(3)) a. Inlet valves and connect'1ons? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) ' 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195{8}(4)) i 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262-34(c)) 7. Is tank labeled w'1th a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date ll!lQ pick up date (if applicable); contents; physical state; 
and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations lor Items checked "NO": 

*corrective actions required or taken lor obser.vatlons lor Items checked "NO": 

0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Nam~!: --"f:'"'--'-. .t{l-'-"R'-'-"()'-d-__ Signature: !;2J -~ Date: A..-;:2.-cJZ 
Tank: 0 Waste oil tank Jd-.Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265. 195(s)(2}J a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2 Is equipment functioning properly (test) (22 ccR 66265. 195(s){3}} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(8}) i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 
i 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date !lil£1 pick up date (if applicable); contents; physical state; and hazardous properties, 

• 8. Emergency equipment readil available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

'• 

0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f.,i{~(}c,J( Signature: fJ.~~ 
Tank: 0 Waste oil tank ")Z{waste treatment tank system ------~--~--~--~-~---~~------------------------------------~YES NO* 

, 1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

\ 2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connect'1ons? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(8)) i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195{8){4)) 
' 

, 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 56262.34(c)) 
) 7. Is tank labeled w';th a legibly completed hazardous waste label? (22 CCR 65252.34((}) Generator name and address: storage start date l!illl. pick up date (if appl'lcable); contents; physical state: and hazardous properties, 

8. Emergency equipment readily avaHable/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken lor obser.vatlons for Items checked "NO": 

0 
0 

0 

0 

Due Date: ------------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ Kk, U61( 
Date: 2:A. 7-() 7 

Tank: 0 Waste oil tank JQ'Waste treatment tank system 

1. Are there signs of corrosion or leakage: {22 CCR 66265.195{8){2)} a. Tank exterior'? 
b. Inlet piping, hoses, valves or connections'? 
c. Outlet piping, hoses, valves or connections?• 

2. Is equipment functioning properly (test) {22 ccR 66265.195{8){3)} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

' 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8}) , 4. Is secondary containment free of cracks, damage or deterioration? {22 ccR 66265.195(8){4)) ' 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4}} , 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. 1 s tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date MQ. pick up date Of applicable); contents; physical state; and hazardous properties, 

i 8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E · KElXK Signature:EQ ~ Date: ').,-:Zff-07 
Tank: 0 Waste oil tank J!I-.Waste treatment tank system 

1 . Are there corrosion or (22 CCR 66265. 195{a){2}} a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

, 2. Is equipment functioning properly (test) (22 CCR 66265. 195{a){3}) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 4. Is secondary containment free of cracks, damage or deterioration? {22 CCR 66265.195(a)(4J) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195{a){4J} 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address·, storage start date ll.QQ pick up date (it applicable)·, contents; physical state; and hazardous properties, 

i. 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken tor obser.vatlons for Items checked "NO": 

.. 

0 
0 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: (,KJ?Ouf( Signature: lJ. - Date: 3.;. f- CJ Z 
Tank: 0 Waste oil tank !Waste treatment tank system 

------~--~--~--~--~~------------------------------------~Y~EwS NO* : 1. Are there signs of corrosion or IBoiKage:. (22 CCR 66265.195(s)(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet pipi , hoses, valves or connections?· 

; 2. Is equipment functioning properly (test) (22 CCR 66265.195{8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? {22 CCR 66265.173(8)) 
, 4. Is secondary containment free of cracks, damage or deterioration? {22 CCR 66265.195{8}(4)) 
: 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195{8}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address: storage start date l!!JQ pick up date (if applicable); contents; physical state; and hazardous properties, 

! 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --"'£;..:_;_d{....Ll-.Cg!U()'-"'u"-'K_,._ __ Signature: U ~ Date: /)-6.,-{)7 
Tank: 0 Waste oil ta~k ~Waste treatment tank system 

1. Are ere signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

, 2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3}} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

· 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) Is secondary containment tree of cracks, damage or deterioration? (22 CCR 66265.195(s)(4)J : 5. Is secondary containment tree of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34{f)J Generator name and address; storage start date lmi! pick up date 01 applicable); contents; physical state; 
and hazardous properties, 

i 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. /{I{ ue-t< Signature: u ~ Date: 3-13-07 
Tank: 0 Waste oil ta~k ;Jlwaste treatment tank system 

i 1. Are re signs of corrosion or leakage: (22 CCR 56265.195(8}(2)} a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

1 

2 Is equipment functioning properly (test) (22 CCR 66265.195(a)(3}) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) : 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 56265.195(8){4)) I 6. Waste accumulation within the 90 day accumulation time limit? (22 66262.34(c)) 
1 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 65262.34(f)) Generator name and address; storage start date Ml! pick up date (if applicable); contents·, physical state; 
and hazardous properties, 

1, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: __,(""-'-.-'-/4-"Rf)-=---~-"----- Signature: &Q W Date: 3-!4-o? 
Tank: D Waste oil tank )zfwaste treatment tank system 

~---~--~--~--~--~~--------------------------------------YES NO* 
1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 

a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

, 2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)} a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/Indicator? 

I 

' 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.17J(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(s)(4)) \ 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) i 6. Waste accumulation within the 90 day accumulation time limit? (22 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date !!ill! pick up date(~ applicable); contents; physical state; and hazardous properties, 

, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser-vations for Items checked "NO": 

0 

0 

Due Date:------------- Follow-Up Date:---------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. Keud Signature: U ~ 
Tank: 0 Waste oil tank 'j Waste treatment tank system 

1. Are there signs of corrosion or"""~"'\!": (22 CCR 66265.195(a){2)} a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

:, 2. Is equipment function·lng properly (test) (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

Date: {>-Jcy07 

, 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) : 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4}) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4)) ! 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
1 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) Generator name and address: storage start date rull[ pick up date \d applicable}: contents: physical state: and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ------------Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E · r;R U c.K Signature: m~ Date: ,'2-l k -0 7 
Tank: 0 Waste oil tank 0 Waste treatment tank system 

•, 1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8}(2)} a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

i 2. Is equipment functioning properly (test) {22 CCR 66265.195(8){3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

I 3. Are all tanks and waste treatment containers properly closed? {22 CCR 66265.173(8)) 
'1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(s)(4}) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}{4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)J Generator name and address: storage start date Ml! pick up date (if applicable): contents: physical state: 

and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser-vations for Items checked "NO": 

Due Date:---"---------- Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £.f(R.Ud. Signature: /!£~ Date:, 5-m-d? 
Tank. 0 Waste oil tank 'f. waste treatment tank system 

--~--~--~--~--~--~~------------------------------------~YES NO* 
1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8}(2)) 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

1 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. H'1gh-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265. 173(a)) , 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66255.195{8}(4)) ' 5. Is secondary containment free of accumulated liquids or spill residues? (:22 CCR 65255.195(a){4)} i 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 56262.34(c)) 
1 

7. Is tank labeled with a legibly completed hazardous waste label? {22 ccR 56262.34(f)) Generator name and address; storage start date liM pick up date (if applicable); contents; physical state; and hazardous properties, 

\ 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ MtJr:)C Signature: fJ(u~ Date: /r2J-() 7 
Tank: 0 Waste oil tank y.waste treatment tank system 

~~--~--~--~--~--~~------------------------------------~Y~EwS NO* 
1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

· 2. Is equipment functioning properly (test) (22 CCR 66265.195(s)(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

': 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
, 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
i 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4}) 
' 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(fJJ Generator name and address·, storage start date ~ill!! pick up date (If applicable); contents; physical state; and hazardous properties, 

1 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _[,,f(Eo~ Signature: &~ 
Tank: 0 Waste oil ta~k~ Waste treatment tank system 

Date: 8 · "JZ t?fl 
1. Are there 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

i 2. Is equipment functioning properly (test) (22 ccR 66265.1 95(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

. 3. Are all tanks and waste treatment containers perly closed? (22 CCR 66265. 173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? {22 ccR 66265. 195{a)(4)) ! 5 Is secondary containment free of accumulated liquids or spill residues? (22 CCR66265.195(a){4)) 1 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date i!lli! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

., 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f.cKfLUCA( Signature: &t~ Date: .~h{3-07 
Tank: 0 Waste oil tank ;xi Waste treatment tank system 

: 1. Are there signs of corrosion or I 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

1 
2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 

b. Outlet valves and connections? 
c. High-level alarm/indicator? 

'r 3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a)) ' 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a){4)) 

i 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) 7. 1 stank labeled with a legibly completed hazardous waste label? {22 ccR 66262.34(f)) Generator name and address: storage start date~ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ------------Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --=£=--. 5_,_-g_/J:.-=.C--_(...:__ Signature: &f) ~ Date: 3·11-07 
Tank: 0 Waste oil tank paste treatment tank system 

1. Are there signs of corrosion or leakage: {22 CCR 66265.195{s)(2}} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet 1 • hoses, valves or connections?· 

i 2. Is equipment functioning properly (test) {22 CCR 66265.195(a)(3}) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) \ 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(a)(4}) • 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4}} ', 6. Waste accumulation within the 90 day accumulation time limit? {22 66262.34(c)} 
1 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) Generator name and address; storage start date rulli. pick up date (if applicable); contents; physical state; and hazardous properties, 

1 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ____________ Follow-Up Date:------------



1 . 

' 
' 

DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. K~ vet Signature: t& ~ 
Tank: 0 Waste oil tank x_waste treatment tank system 

Are there signs of "'"" u,;u, or : (22 CCR 66265.195(8}(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

Date: 3-7Jf-D7 

YES NO* 

~~r 
0 )( 

0~ : 2. Is equipment funcf1oning properly (test) (22 ccR 66265.195{8){3)) • a. Inlet valves and connections? 
b. Outlet valves and connections? 

~ 0 c. High-level alarm/indicator? 
~~ 0 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8}) I~ 0 ' 

\)?J 0 
\ 4. Is secondary containment tree of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195{8)(4)) tzf 0 16 Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) ~ 0 

l 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 

lJa' 
' Generator name and address; storage start date ruJS! pick up date Of applicable); contents; physical state; 0 i and hazardous i 

! 8. Emergency equipment readily available/accessible and in good condition? {22 CCR 66265.33) :JQ' 0 . 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Nam.e: __,Et:=..:.'fB.!...)[-lJIL.LhJ..da:::. __ Signature: & U Date: 3-2.9--0r 
Tank: 0 Waste oil tank ~Waste treatment tank system 

, 1 . Are there 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

i 2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High·level alarm{lndicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 4. Is secondary containment tree of cracks, damage or deterioration? {22 CCR 66265.195(a)(4)) \ 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 1 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c:)) ·1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR66262.34(f}) Generator name and address; storage start date IMlQ pick up date (if applicable)·, contents; physical state; and hazardous properties, 

, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 

0 

Due Date: ------------Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: __,E=-·_K__:_f<._t)_C-_K_:__ Signature: EJ.. ~ Date 3 -3D -O 7 
Tank: 0 Waste oil tank ~Waste treatment tank system 

~~-~--~--~--~--~~--------------~--------------------~YES NO* 
1. Are there signs corrosion or '"a~a>!"· (22 CCR 66265.195(a)(2}) 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

, 2. Is equipment functioning properly (test) (22 ccR 66265.195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

i 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)} 
i 4. Is secondary conta'tnment free of cracks, damage or deterioration? (22 CCR 66265.195(s}(4}) i 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
\ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c}} 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) Generator name and address; storage start date l!nl! pick up date 01 applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f, Ke.uuX Signature: {J f/u.LZL Date: 1~? -0 7 
Tank: 0 Waste oil tank jwaste treatment tank system 

YES. NO* ! 1 Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)} 

' 
a. Tank exterior? 

0 b. Inlet piping, hoses, valves or connections? 
0 ~ c. Outlet piping, hoses, valves or connections?· 
0 152 ·. 2 Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)} e a. Inlet valves and connections? 

b. Outlet valves and connections? 

~ 0 c. High-level alarm/indicator? 
@ 0 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) ~ 0 

I 

1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4}) )1:1 0 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}{4)) j'g 0 , 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) I,E( 0 ) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) xr ' Generator name and address; storage start date l!!lQ pick up date (if applicable); contents; physical state; 0 ; and hazardous properties, 

i 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) ~ 0 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ___,f='..Lkl.l,.lg:-.>...,1)'-"cd("-~--'>_- Signature: &Q ~ Date: 1/- (/-07 
Tank: 0 Waste oil tank raste treatment tank system 

1. Are there signs of corrosion or'""'"~~": (22 CCR 66265.195(8}(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipment function'~ng properly (test) (22 CCR 66265.195(s)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/ind'lcator? 

I, 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
! 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 5. 1 s secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8){4)) i 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) ) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) Generator name and address; storage start date MQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: -J>-~....,_L_r "-kE~L2u..M.aK~_Signature: Ed tfuuJ: Date: L/5-IJ 7 
Tank: 0 Waste oil tank 0 Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(s)(2)} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?• 

: 2. 1 s equipment functioning properly (test) (22 CCR 66265.195(a)(3JJ a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

' 3. Are all tanks and waste treatment conta"1ners properly closed? (22 CCR 66265.173(8)) 
i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) ! 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 

' 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c}) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date l!ll!1 pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and '1n good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken tor obser.vatlons tor Items checked "NO": 

0 
0 

0 

Due Date·.------------ Follow-Up Date:-----~------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: CiJ ~ Date: 
Tank: 0 Waste oil tank treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265. 195(a)(2J) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

' 2. Is equipment functioning properly (test) (22 CCR 66265. 195(8}{3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

• 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 
1 

5. Is secondary containment free of accumulated I II residues? (22 CCR 66265.195(a)(4J} \ 6. Waste accumulation within the 90 day accumulation time limit? 122 CCR 66262.34(c)) 
1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous propert'1es, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date:------------ Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E, K suet Signature: &_!fwd( 
Tank: 0 Waste oil tank ywaste treatment tank system 

----------~--~--~--~~------------------------------~------YES NO* 1. Are there signs of corrosion or leakage: (22 CCR 65255.195(8}(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

i 2. Is equipment functioning properly (test) (22 CCR 55265.195(8}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarmf'1nd'1cator? 

' 3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a)) : 4. 1 s secondary containment tree of cracks, damage or deterioration? (22 ccR 66265.195(a)(4)) 
1 

5. Is secondary containment tree of accumulated liquids or spill residues? (22 CCR 66265.195(s){4)) . 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 56262.34(f)) Generator name and address; storage start date lillQ pick up date (if applicable); contents; physical state; and hazardous properties, 

' 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for obser.vatlons for Items checked "NO": 

0 
0 
0 

0 

0 

Due Date:------------ Follow-Up Date:-------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name·. £.. KgucJ( Signature: fJ_ ~ 
Tank: 0 Waste oil ta~k ;¥Waste treatment tank system 

1 . Are there signs of corrosion or'""'~"''~": (22 CCR 66265.195{a)(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?' 

i 2. Is equipment functioning properly (test) (22 CCR 56255.195{a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

Date: 4-/1-07 

, 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) i 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66255.195(a){4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR SS255.195(a){4)) 
1, 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 

, 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) 
I 

Generator name and address; storage start date l!JlQ pick up date (if applicable}; contents; physical state: and hazardous properties, 

!, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £.., K RU~ Signature: fiQ ku~ 
Tank: 0 Waste oU tank raste treatment tank system 

1. Are there signs corrosion or tea,Ka•:Je: (22 CCR 66265.195(8){2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

Date: 1~12-07 

i 2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

! 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
I 

· 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 
1 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ ! 6. Waste accumulation within the 90 day accumulation time limit? (22 66262.34(c)) i 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(()) Generator name and address; storage start date ;aru:! pick up date (if applicable)·, contents·, physical state; and hazardous properties, 

, 8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 0 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for obser.vatlons for Items checked "NO": 

Due Date: ------------Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _f_._f\_'K__:_U_ct ___ Signature: [2 ~Date:1-frD7 
Tank·. 0 Waste oil tank 

1. · Are there signs of corrosion or leakage: (22 CCR 66265.195(s)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?• 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(8)) 
! 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4}) 

5. Is secondary containment free of accumulated liquids or · residues? (22 CCR 66265.195(8}(4)) I 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
,? . Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) · Generator name and address; storage start date l!!lll pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, KB£J:::t: Signature: W~ Date: 1-17-07 
Tank: 0 Waste oil tank 

1. Are there signs of corrosion or leakage: {22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(s){3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR66265.195(s)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4)) 

I 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) 0 
. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34{f)J , 
1 

Generator name and address; storage start date and pick up date (if applicable); contents; physical state; ' and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required ()r taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:-------,------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. K Rur.X Signature: Date: 4-l8'-D7 
Tank: 0 Waste oil tank ywaste treatment tank system 

1. Are there signs of corrosion or e: {22 CCR 66265.195(a){2)) 
a. Tank exter'1or? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections?· 

2 Is equipment functioning properly (test) (22 CCR 66265.195(a){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 
1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 accumulation time limit? (22 CCR 66262.34(c)) 

1
7. Is tank labeled with a legibly completed hazardous waste label? {22 CCR 66262.34((}) Generator name and address; storage start date l!!lli pick up date (if applicable); contents.: physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:-'------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: Date: ¥-t'1-D7 
Tank: 0 Waste oil tank 

1 . Are there signs of corrosion or I (22 CCR 66265.195{a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connect'1ons? 
c. Outlet , hoses, valves or connections?· 

2. Is equipment functioning properly (test) {22 CCR 66265.195{a){3}) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 
14. Is secondary containment free of cracks, damage or deterioration? (22 CCR66265.195(a){4}) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

, 7. Is tank labeled with a legibly completed hazardous waste label? {22 CCR 66262.34(f)) l 
· Generator name and address; storage start date l!.QQ pick up date (if applicable); contents; physical state; and hazardous properties, 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

D 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _ _.,f_"""-'-.-'-KJ-'-'J':(,--'-"L)'--'cJ<::....:.__,___ Signature: Date: -(-~~o- 0 I 
Tank: 0 Waste oil tank 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

1
1 2 Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) I a. Inlet valves and connections? 

b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a)) 
1 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4}) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 

\7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(1)) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66266.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: t;,I{R, ()c.J:: Signature: &J2~ Date: f-24-{)7 
Tank: 0 Waste oil tank_?aste treatment tank system 

~--------~~~------~~-----------------------------------YES NO* 1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?• 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3}) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 1 Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: ftf) ~ Date: 7 -l, l:)'-{)7 

\ 1 . 
i 

Tank: 0 Waste oil tank 7waste treatment tank system 

Are there signs of corrosion or ""'"";lc: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers nrnoArlv closed? (22 CCR66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4JJ 

1 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)} 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

··. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J J Generator name and address; storage start date and pick up date (if applicable); contents; physical state; I and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: t' f{f( U c!( Signature: fLQ ~ Date: 1-Z(f? 1)7 
Tank: 0 Waste oil ta~k raste treatment tank system 

1. Are of corrosion or leakage: (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

2. Is equipmentlunctioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 1 

Generator name and address; storage start date !llli! pick up date (if applicable); contents; physical state; and hazardous properties, 
I 

· 8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: {;; 1 r{~UGK Signature: [;{!~Date: 1-27-07 
Tank: 0 Waste oil tank jwaste treatment tank system 

~~~~~SOf~~mo~~~~~~u;~;----------------YES NO* 
i, 11 . Are there corrosion or I (22 CCR 66265.195(8}(2)) 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections?· 

\ 2. Is equipment functioning properly (test) (22 ccR 66265.195(a}(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a}(4)} 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
? . Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) · Generator name and address; storage start date and pick up date (If applicable); contents; physical state; and hazardous oro1oert:ies. 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken lor observations lor Items checked "NO": 

·-

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

· 1. Are there or leakage: (22 CCR 66265.195{8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet pi , hoses, valves or connections?· 

2. Is equipment functioning properly (test) {22 CCR66265.195(8}{3}) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173{a)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 
6. Waste accumulation within the 90 day accumulation time limit? {22 ccR 66262.34{r:)) 

. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34{f)) Generator name and address: storage start date §ill! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: ff{J ~ 
Tank: 0 Waste oil tank waste treatment tank system 

1 . Are there signs of corrosion or leakage: (22 CCR 66265.195(s)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections?· 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

. 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address·, storage start date and pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

.. 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f){IJ)t/._ Signature: u~r: Date: 5-2 ~tJ? 
Tank: 0 Waste oil tank fwaste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22.CCR 66262.34(f)) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

.I 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: [, ~K Signature: Date: 5-3-()7 
Tank: 0 Waste oil tank Watste treatment tank system 

1. Are of corrosion or leakage: (22 ccR 66265.195(a)(2}) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) 
Generator name and address; storage start date and pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £' KR.ocA( Signature: [& ~Mff Date: 5-1., 0 7 
Tank: 0 Waste oil tank jiwaste treatment tank system 

1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a)} 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4}) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34((}) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: 

Tank: 0 Waste oil tank Waste treatment tank system 

~~--~--~~~--~--~~----~------~~-------------------YES NO* 1. Are there signs corrosion or leakage: (22 CCR 66265.195{a}(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
, 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency uipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

lnspectorName: f.{p.,ucK Signature: &Q_ ~ Date: 5~~-0] 
Tank: 0 Waste oil tank ,'r{waste treatment tank system 

1. Are there signs or (22 CCR 66265.195(8}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3}) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)} 

4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(8}{4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(s)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

i 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(QJ 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ (Eve( Signature: f{} ~Date: 5"-f-67 
Tank: 0 Waste oil tank 0 Waste treatment tank system 

~--------~--~--~--~~------------------------------------~YES NO* 1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet · , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a){4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state: and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:----------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ -Kf?iJcl: Signature: Date: 

Tank: 0 Waste oil tank jwaste treatment tank system 

1. Are of corrosion or leakage: (22 CCR 66265.195(a}{2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4J/ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

! 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £,1(-p:: ucK Signature: S-2-~ Date: s -{1- 0 7 
Tank: 0 Waste oil tank /Waste treatment tank system 

1. there signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4J) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(a}(4}) 

6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)J 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date and pick up date (if applicable}; contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

D 
D 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E.!<J<. uc-K Signature: fcQ ~ Date: S-(5-87 
Tank: 0 Waste oil tank _l.Waste treatment tank system 

1. signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior'? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}{3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}{4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8){4)} 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)} 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? {22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 
0 
0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: __,[........:... _,__Kt...::~--=...().:::u...:.t=.._ Signature: EJl~ Date: 5-J/o-J 7 
Tank: 0 Waste oil tank 

1. Are there signs of 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

• 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) · 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ---1,1'=-""-'-/()-"'&'-J!.IJ,<..:::;.d---'--"-- Signature:-------- Date: ( 'f-/7-0 7 
Tank: 0 Waste oil tank ,(waste treatment tank system 

~~~~~~C<m;ticm;~~~;Cc~;Bs~~;----------------YES NO* I 1. Are there signs of or (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a)J 
4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(a)(4JJ 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JI 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262-34(f)) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --"£""'-'''-kf__,Rc.-=...LI:........:d:_.-'-- Signature: a ~( Date: 5- ((3-o? 
Tank: 0 Waste oil tank )IZ(waste treatment tank system 

~~~~~~;m~~~~~~~~~~---------------JYES NO* 1 1. Are there signs or (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(r:JJ 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date ;mQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: __.E=-"'--'-Kl...!...:...t~_,_!)"--c/(--'--'--- Signature: (ct ~ Date: 5-22 ?J7 
Tank: 0 Waste oil tank )<!Waste treatment tank system 

~~--~--~--~--~--~~------------------------------------~YES NO* 1. Are there signs of corrosion or 1ea,1":1!~"; (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections'? 
c. Outlet i hoses, valves or connections'? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? {22 ccR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195{8){4)) 
5. Is secondary containment free of accumulated liquids or spill residues'? (22 CCR 66265.795(8){4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 

Generator name and address; storage start date ll.!l!! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f. f<p_ t)C~ Signature: f.d ~ Date: s-;(3 -rJ 7 
Tank: 0 Waste oil tank ~Waste treatment tank system 

1. Are there signs 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)J 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) 
Generator name and address; storage start date ru1Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: e. K R!/uK Signature: 

Tank: 0 Waste oil tank ;I-waste treatment tank system 

~~--~--~--~--~--~~----~~----~~~-------------------YES NO* 1. Are there corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR66265.195(a)(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(t)J 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name:.£: &vJ/K Signature: &/~,{c[ Date: 5-:ZS-()7 
Tank: 0 Waste oil tank Taste treatment tank system 

1. Are there or leakage: (22 ccR 66265.195(8}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22CCR66265.195(8){4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ r{Rucf( Signature: f&-<~wf( Date: S-zCf-o7 
Tank: 0 Waste oil tank y.waste treatment tank system 

1. Are there signs of or (22 CCR 66265.195(a}{2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarmAndicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173{a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195{a){4}) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195{a){4}) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 
Generator name and address; storage start date am! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: (, t{r<.Uc/( Signature: ctQ ~(_ Date: 5-J0-07 
Tank: 0 Waste oil tank ~aste treatment tank system 

r-----~--~--~--~--~~------------------------------------~YES NO* 1 . there signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)J 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(a)(4J) 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)J 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)J 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Hems checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ Kgu£ Signature: &Q ~Mtf( 
Tank: 0 Waste oil tank ~Waste treatment tank system 

Are there signs of corrosion or I (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22CCR66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date lllli! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: -----------,--Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f., KBUcK Signature: Eel ~4JLJ! Date: /o-f-{) 7 
Tank: 0 Waste oil tank ,Waste treatment tank system 

1. Are corrosion or leakage: (22 CCR 66265.195(8}{2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) 

! 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 
Generator name and address; storage start date and pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? {22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: 

Tank: 0 Waste oil tank 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a}(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4}) 

5. 1 s secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s)(4)J 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; 
and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 
0 
0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ .rktJCK Signature: fJ,~t:K Date: {a ~/o-07 
Tank: 0 Waste oil tank Paste treatment tank system 

~----~~~~----~~'--~\~-----------------------------------YES NO* 1. there signs of corrosion or leakage: (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/ind'lcator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}{4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(s}(4JJ 
6. Waste accumulation within the 90 accumulation time limit? (22 ccR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date ll!ll! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f:, Kevri Signature: fd W Date: (p-7-07 
Tank: 0 Waste oil tank Ws1ste treatment tank system 

~~~~~--~----~--~~--~~~~~~~------------------YES NO* 1. Are signs of corrosion or leakage: (22 CCR 66265.195(8}{2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? {22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(8){4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8){4)) 
6. Waste accumulation within the 90 day accumulation time limit? {22 ccR 66262.34(c)) 
7. 1 s tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34{f)) 

Generator name and address; storage start date am! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: [.J(suc:J< Signature: Ed l{uJ Date: (p-1f~o7 
Tank: 0 Waste oil tank 

1. Are of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? {22 ccR 66262.34(f)} 
Generator name and address; storage start date and pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. Kf\Ucl Signature: f.l)~ Date: (p- tZ -(}7 
Tank: 0 Waste oil tank ;>(waste treatment tank system 

1 . Are there signs of or . (22 CCR 66265.195(8)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test} (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(8}(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address: storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: (I K~ !}C-K Signature: &1 t<uuJc Date: /p- f3-07 
Tank: 0 Waste oil tank }(Waste treatment tank system 

1. Are there or leakage: (22 ccR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/Indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

• 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £r f<,z VvK Signature: ttl W 
Tank: 0 Waste oil tank y.waste treatment tank system 

Date: (p- {4-D 7 

1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(8)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)} 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f}) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Ez f<5V~ Signature: fil ~ Date: to-rs -D7 
Tank: 0 Waste oil tank ~aste treatment tank system 

~----~--~--~--~--~~------------------------------------~YES NO* Are there signs of corrosion or '"a"a~l": (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8){4)) 
5. Is secondary containment free of accumulated or spill residues? (22 CCR 66265.195(a){4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

, 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. K RtJd Signature: f/Q ~ Date: G, -{Cj- 0 7 
Tank: 0 Waste oil tank ;m...waste treatment tank system 

1. Are of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a}(4)} 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)} 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} 
Generator name and address; storage start date !!ill! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions requl red or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. .I{JZUC K Signature: 

Tank: 0 Waste oil tank~aste treatment tank system 

~----~--~--~--~--~~-------------------------------------YES NO* 1. there signs of corrosion or leakage: (22 CCR 66265.795(a)(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.795(a)(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. H'lgh-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.7 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.795(a}(4)} 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.795{a}(4}) 
6. Waste accumulation within the 90 day accumulation time limit? {22 CCR 66262.34(c)) 

7.1s tank labeled with a legibly completed hazardous waste label? (22 CCR66262.34(f)) 
Generator name and address; storage start date a.nQ pick up date (If applicable); contents; physicel state·, and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 
0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

lnspectorName: .f,..Kf?t)c/( Signature: Z{Q~ Date: W'A/-!J7 
Tank: 0 Waste oil tank 7-Waste treatment tank system 

1. Are there or e: 122 CCR 66265,195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) {22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)J 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 
0 
0 

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: li-~lSUvK Signature: ut;/ud Date: &-ZZ--!)7 
Tank: 0 Waste oil tank /--Waste treatment tank system 

1. Are signs of corrosion or leakage: (22 CCR 66265.195(a}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)} 

i 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 
Generator name and address; storage start date and pick up date (if applicable}; contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date;------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name:----"'£=.:... _K_,_R:..::l)c.::~"-'-K-'--- Signature: £&. tfv-d Date: 0-Jft;-o? 
Tank: 0 Waste oil tank ){waste treatment tank system 

1. Are there signs 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3JJ 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High· level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4}J 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ___,£=--'~-''iJ'-'-R-'-'l)=-C,-(__· __ Signature: M ~ Date: {p-27~~ f 
Tank: 0 Waste oil tank ,?waste treatment tank system 

1. Are there corrosion or leakage: (22 CCR 66265.195(8}(2)) 
a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(()) 
Generator name and address; storage start date am! pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. fgpcJ( Signature: Date: ([2~1)1 
Tank: 0 Waste oil tank 'j-waste treatment tank system 

1. Are there corrosion or leakage: (22 CCR 66265.195(a}(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR66265.195(a)(3JJ 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4JJ 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 
Generator name and address; storage start date l!.!Jl! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. ffg tJC-i Signature: fcj_ t{wat Date: ~-ZCf-tJ7 
Tank: D Waste oil tank Watste treatment tank system 

r;lt~~~~~~~~~~~Ct;~~~~----------------YES NO* 1. there signs of or leakage: (22 CCR 66265.195(a}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? {22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195{a}(4}) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: _..(=-'.'-'M:...w.f?<....~.?J~G,"-'-~-'-- Signature: Date: 7" 3- /)J 
Tank: 0 Waste oil tank '!Waste treatment tank system 

1. Are signs of corrosion or leakage: (22 CCR 66265.195(a}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} 
Generator name and address: storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: p, KRuc( Signature: ~f 
Tank: 0 Waste oil tank 

~~~~--~~----~--~~--~~------~~------------------YES NO* 1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet pip'lng, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

1 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date §ill! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22CCR66265.33J 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 
0 
0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £', Kf. ()c.,/!, Signature: 7~/--07 Date: ___.!._1// __ 1 __ 

Tank: 0 Waste oil tank 0 Waste treatment tank system 

1. Are there signs or (22 CCR 66265.195(a)(2)) 
a. Tank exterior'? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4}) 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)} 

; 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) 
Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAIL V HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ -Kr-uc[ Signature: fjQ ~ Date: 7- {l)-Q ? 
Tank: 0 Waste oil tank ~Waste treatment tank system 

1. there signs of corrosion or ''"''"'~l": (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3)J 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173{a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 

Generator name and address; storage start date aM. pick up date (ij applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: fc:Q t;1ud Date: z-JJ-D7 
Tank: 0 Waste oil tank J{_waste treatment tank system 

~----~--~~~--~--~~--------------------------------~YES NO* 1. Are there signs of corrosion or 1eaKa1le: (22 CCR 66265.195(8}{2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}{3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195{8){4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34{c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) 
Generator name and address; storage start date El!l!! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ~.Kg uvK Signature: l& ~t Date: j-/2..-1) 7 
Tank: 0 Waste oil tank jZCwaste treatment tank system 

~~~~--~~~--~--~~--~~~~~~~------------------YES NO* 1. Are signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(a)(3JJ 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(cJJ 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 
Generator name and address; storage start date am! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, Krz. /) G ( Signature: [J) ~ Date: 7- 13 ~07 
Tank: 0 Waste oil tank /(Waste treatment tank system 

1 . Are there 1 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) {22CCR66265.195(a}(3)) 
a. Inlet valves and connections? 

b. Outlet valves and connections? 

c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 6626.5.173(a}) 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? {22 CCR 66262.34(c)) 

7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)} 
Generator name and address; storage start date !!ill! pick up date (if applicable}; contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. KRoCk Signature: f/t ~ Date: 7- 17-o 7 
Tank: 0 Waste oil tank J'Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(s)(4)) 5. Is secondary containment free of accumulated I I residues? (22 ccR 66265.195(a){4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

, 7. Is tank labeled with a legibly completed hazardous waste label? (22CCR66262.34(f)) Generator name and address; storage start date ru!l! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



1 . 

DAILY HAZARDOUS WASTETANK INSPECTION CHECKLIST 

Inspector Name: (, Kf< Ovf Signature: /1i t::u.J£1< Date: 7 ·1'8-(}7 
Tank: 0 Waste oil tank JfWaste treatment tank system 

there signs of corrosion or ""'"all"': (22 CCR 66265.195(a){2)} 
a. Tank exterior? .. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(a){3)J 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and treatment containers properly closed? {22 CCR 66265.173(a}J 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
?.Is tank labeled with a legibly completed hazardous waste label? (22CCR66262.34(f)J Generator name and address; storage start date §ill! pick up date (if applicable); contents; physical state; and hazardous · 

8. Emergency readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ /<(Rr)cK Signature: fcQ W 
Tank: 0 Waste oil tank :;twaste treatment tank system 

~----~--~~~--~--~~----------------------------------~YES NO* 
signs of corrosion or leakage: (22 ccR 66265.195(a)(2)) 

1 . 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a){3)} 
a. Inlet valves and connections? 
b. Outlet valves and connecf1ons? 
c. ·High-level alarm/indicator? 

4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265. 195(a)(4)) 
5. Is sec:onda1v containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a}(4)J 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(t)) Generator name and address; storage start date !!!1!1 pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £. KRvc.K Signature: W W Date: 7-'X0-07 
Tank: 0 Waste oil tank JlfWaste treatment tank system 

1. Are or leakage: (22 CCR 66265.195(a)(2JJ 
a. Tank exterior? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR66265.195(a)(3J) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)J Generator name and address; storage start date .MQ pick up date (if applicable); contents; physical state·, and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name:£, KRd Signature: a~c£ oate: 7-71-oz 
Tank: 0 Waste oil tank 0 Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.19S(a}(2)) 
a. Tank exterior'? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and treatment containers properly closed'? (22 CCR 66265.173(a)J 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(fJJ Generator name and address; storage start date £!M pick up date (if applicable); contents; physical state; and hazardous 1 

available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: U~ 
Tank: D Waste oil tank )'(Waste treatment tank system 

1. Are there 
a. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet plpin hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(8}(3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

Date: 7 -2S-D 7 

3. Are all tanks and waste treatment containers properly closed? (22 CCR66265.173(8)} 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c}) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f}) Generator name and address: storage start date l!M. pick up date 01 applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --!.£=.:.·....:'-f<~"R...:...:.U_C._K:__:__ Signature: [~ ~ Date: 7 ~2b·V 7 
Tank: 0 Waste oil tank 'J(Waste treatment tank system 

1. Are of corrosion or leakage: (22 CCR 66265.195(8)(2)} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet · hoses, valves or connections? 

2. Is equipment functioning properly (test) {22 CCR 66265.195{8}(3)} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}{4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) Generator name and address; storage start date M!i pick up date (If applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: f. KfZUvK Signature: 80 f{wd:: Date: ?--27-07 
Tank: 0 Waste oil tank 

1. Are i corrosion or leakage: (22 CCR BB265.195(s)(2J} 
a. Tank exterior? 

'• 
b. Inlet piping, hoses, valves or connections? 
c. Outlet , hoses, valves or connections? 

2. is equipment functioning properly (test) (22 CCR 66265.195(s)(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are ali tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR BB2B5.195(s)(4J} 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 6B262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR BB262.34(f)J Generator name and address; storage start date i!!JQ pick up date ~~applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, r{,q,ucl( Signature: & ~ 
Tank: 0 Waste oil tank ,Jtwaste treatment tank system 

Date: ]-3 [ -07 

1. Are signs of corrosion or leakage: (22 ccR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/lndicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date !!!lQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment r .. a,dilv available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. 1 KRucJS Signature: a ~r::_ Date: '2?-1-07 
Tank: D Waste oil tank ,J!f-Waste treatment tank system 

1. Are 
a. Tank exterior? 
b. Inlet p'1ping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.795(8){4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.795(8}(4)) 6. Waste accumulation within the 90 day accumulation time limit? {22 CCR 66262.34(c)) 
7. Is tank labeled with alegibly completed hazardous waste label? (22CCR66262.34(f)) Generator name and address; storage start date ll!!ll pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

lnspector.Name: £.t{P,ucJ( Signature: EJ_ ~ 
Tank: 0 Waste oil tank fwaste treatment tank system 

1. there signs of corrosion or leakage: {22 CCR 66265.195(8}(2}} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(8){3}) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

Date: Jr-2- {) 7 

3. Are all tanks and waste treatment containers properly closed? {22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}{4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(a)(4JJ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date and pick up date (if applicable); contents; physical state; and hazardous properties, 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ___,£=c._K'---'-_p;.:...(f_c)( ___ Signature: Date: f!-3- {) 7 
Tank: 0 Waste oil tank ;;t:waste treatment tank system 

1. Are or leakage: (22 CCR 66265.195(8}(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet I · hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(8}(4)) 

6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)} Generator name and address; storage start date Ml! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: t · K{cJcJ( S'1gnature: Ed ~/J.i.J( Date: 'ff-7-()7 
Tank: D Waste oil tank f. waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8){2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(8){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 
6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)) Generator name and address; storage start date !IDS~ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and In good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: -""~=--· _,_f(+gw...::l):..od_::..o..:::,___ Signature: Date: 8' -8'-0 7 
Tank: 0 Waste oil tank7Waste treatment tank system 

there signs of corrosion or leakage: (22 ccR 66265.195(8)(2)) 
a. Tank exterior? 

'• 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(8}(3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 
4. Is secondary containment free of cracks, damage or deterioration'? (22 CCR 66265.195(a)(4JJ 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date l!Dl! pick up date (if applicable); contents; physical state; and hazardous 

8. Emergency 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ---'----------Follow-Up Date: ------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: ~E=.;'_!K_l..!.B~u~cd<_:......~ Signature: w~ Date: ;? -9-()7 
Tank: 0 Waste oil tank {Waste treatment tank system 

1. Are signs of corrosion or leakage: {22 CCR 66265.195(a)(2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet I hoses, valves or connections? 

2. Is equipment functioning properly (test) {22 CCR 66265.195(a){3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High·level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR66265.173(a)J 
4. Is secondary containment free of cracks, damage or deterioration? {22 CCR 66265.195(a){4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c}) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date IDJ!! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

0 
0 
0 

0 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --"0=.:.. . .:..1\...L"--f\-'-'1)'--d( __ Signature: &Q ~ Date: 8' -/ D VO 7 
Tank: 0 Waste oil tank 

~Are~rnSiQr;~mm1c;mTe~~~~;Bs~~~------------~YES NO* 
1 1. Are there signs of corrosion or (22 CCR 66265.195(a}(2)) 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)J 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(Q) Generator name and address; storage start date MQ. pick up date (if applicable); contents; physical state; and hazardous properties, 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £.J{BtJCK Signature: 9_ tfutei Date: 8'-13-07 
Tank: 0 Waste oil tank~ Waste treatment tank system 

1. Are there signs of corrosion or (22 CCR 66265.195(a)(2)) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(()) Generator name and address; storage start date !!!K[ pick up date (if applicable); contents; physical state; and hazardous nrnlnRrtiRA 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: -.1--~-JL--'-":J...:::Y fJ_ tfucc/( Date: 8-1-f-07 
Tank: 0 Waste oil tank treatment tank system 

1. Are there signs of corrosion or e: (22 CCR 66265.195(a}(2}) 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a}) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4JJ 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)J 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22CCR66262.34(f)} Generator name and address; storage start date l!!lQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

lnspectorName: f:;d<Buci Signature: EJL W Date: ?(-[5·-()7 
Tank: 0 Waste oil tank ~Waste treatment tank system 

YES NO* 1. Are there signs of corrosion or e: (22 CCR 66265.195(a)(2)) 

~ a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 0 8 c. Outlet nininri. hoses, valves or connections? 0 I I ~ 

2. Is equipment functioning properly (test) (22 ccR 66265.195{a}{3)) 
a. Inlet valves and connections? 

~ 0 b. Outlet valves and connections? 
0 c. ·High-level alarm/indicator? 

l\(f 0 3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) M 0 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a){4)) ~ 0 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4)) ~ 0 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) N 0 ! 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J 

~ 0 
Generator name and address; storage start date l!Dl! pick up date (If applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment "':~~- available/accessible and in good condition? (22 CCR 66265.33) [)71 0 . 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, K&JGJ( Signature: li~ /fMc( Date: 8'- Jb-6 7 Tank: 0 Waste oil tank )!(waste treatment tank system 

1. Are corrosion or leakage: (22 ccR 66265.195(8}{2)) a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}{3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator'? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a}) 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(a)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR66265.195(a)(4)J 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(QJ Generator name and address; storage start date am! pick up dale (if applicable); contents; physical state; 
and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33} 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £, KFWvl\ Signature: [M J{vuuK Date: ?J-J7-OJ 

a. Tank exterior? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet · hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(a}(3}} 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22CCR 66265.173(aJJ 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(a}(4}J 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 

' 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date Ml! pick up date Of applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

0 
0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E · K fS tJ d Signature: Date: S-A!J~07 
Tank: 0 Waste oil tank j.waste treatment tank system 

1. 

a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet I hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level a/arm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(8}(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? {22 CCR 66262.34(()) Generator name and address; storage start date l!!JQ pick up date (if applicable); contents; physical state; 
and hazardous I 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

lnspectorName: £..-Kwd Signature: gQ~ Date: {f-2/-{)7 
Tank: 0 Waste oil tank 

1. Are 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet i hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste .treatment containers properly closed? (22 CCR 66265.173(a)J 

5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)J 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date §!lQ pick up date (If applicable); contents; physical state; 
and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: &Q~cj( Date: ?-?.Z-tfj 
Tank: 0 Waste oil tank/Waste treatment tank system 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(8)(2)) a. Tank exterior? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(8}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(8)) 4. Is secondary containment free of cracks, damage or deterioration? (22 ccR 66265.195(a)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a){4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 ccR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date ru1Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £ KR uvt' Signature:. ~~ 
Tank: 0 Waste oil tank )S(vvaste treatment tank system ~~--~--~--~--~/'--~'~------------------------------------~YES NO* 

1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ a. Tank exterior'? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test} (22 CCR 66265.195(a)(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator'? 

3. Are all tanks and waste treatment containers properly closed? (22 ccR 66265.173(a)) 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 ccR 66265.195(a)(4)J 6. Waste accumulation within the 90 accumulation time limit? (22 CCR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(fJJ Generator name and address; storage start date l!ru! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment •'"''"'"" available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: E. KR uci Signature: ~&~}:: Date: 8 -21-iJ 7 Tank: D Waste oil tank~aste treatment tank system 

1. Are there signs of corrosion or leakage: {22 CCR 66265.195(a)(2)) a. Tank exterior? -. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test} (22 CCR 66265.195(a)(3JJ a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}{4J} 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a}(4}) 6. Waste accumulation within the 90 accumulation time limit? {22 ccR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date l!Ul! pick up date (if applicable); contents: physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for items checked "NO": 

*Corrective actions required or taken for observations for items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: r: /{;;:: uc? Signature: &t 4d 
Tank: 0 Waste oil tank ,J!f.Waste treatment tank system 

Date: f!,ZJ-() 7 

~~--~--~~~--~--~~-----------------------------------YES NO* 
1. Are there signs of corrosion or leakage: (22 ccR 66265.195{a)(2JJ a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 ccR 66265.195(s){3JJ a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. Hian-lewel alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(s)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 6B262.34(f)J . Generator name and address; storage start date l!!ll! pick up date (if applicable); contents; physical state; 
and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: Signature: a~ Date: 'S -2S'-tJ7 
Tank: 0 Waste oil tank 'll( Waste treatment tank system ~----~--~~~--~~--·~~----------------------------------~YES NO* 

1. ere signs of corrosion or leakage: (22 CCR 66265.195(a}(2)) a. Tank exterior? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a}(3)) a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)J 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date !MJQ pick up date Qf applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

0 

0 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --=£=-:..'....:.+(_;_;f{_,_fl::_I(__,__Signature: Cd ;:;(IAJ-f~>r: Date: '8--ZCf-{)7 
Tank: D Waste oil tank ,J(waste treatment tank system 

~~--~~~~----~--~~-----------------------------------YES NO* 
1. Are there signs of corrosion or leakage: (22 CCR 66265.195(a)(2JJ a. Tank exterior? 

b. Inlet piping, hoses, valves or connections? 
c. Outlet I , hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3JJ a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34(f)J Generator name and address; storage start date .M9 pick up date (if applicable); contents; physical state; and hazardous properties, 

*Describe any observations for Items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: --=£~. -'-Kl_A_,_,IJ'-'v"-'-K~- Signature: &J ~ 
Tank: 0 Waste oil tank ywaste treatment tank system 

~~~Sr;SiQ,~f,;~fcmQr1~w;~~~~~~~----------~---YES NO* 
I 1. Are there signs of or (22 CCR 66265.195(a)(2)J 

a. Tank exterior? 
'• 

b. Inlet piping, hoses, valves or connections? 
c. Outlet I hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3)) 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)J 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a){4)) 5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4JJ 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)) Generator name and address; storage start date !!ill! pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: £.(Rue£ Signature: td ~ Date: 113/~!JZ 
Tank: 0 Waste oil tank ,A waste treatment tank system 

1 . Are signs of corrosion or (22 CCR 66265.195(a)(2}} 
a. Tank exterior? ·. 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) (22 CCR 66265.195(a)(3JJ 
a. Inlet valves and connections? 
b. Outlet valves and connections? 
c. High-level alarm/indicator? 

3. Are all tanks and waste treatment containers properly closed? (22 CCR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a)(4J) 
5. Is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.t95(a)(4}) 6. Waste accumulation within the 90 accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 CCR 66262.34(f)J Generator name and address; storage start date i!QQ pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 CCR 66265.33) 

*Describe any observations for Items checked "NO": 

*corrective actions required or taken for observations for Items checked "NO": 

Due Date:------------ Follow-Up Date:------------

0 



DAILY HAZARDOUS WASTE TANK INSPECTION CHECKLIST 

Inspector Name: 
Date: 9--~f:!) 7 

Tank: 0 Waste oil tank )4Waste treatment tank system 

1. Are or leakage: {22 CCR 66265.195(a){2}} 
a. Tank exterior? 
b. Inlet piping, hoses, valves or connections? 
c. Outlet piping, hoses, valves or connections? 

2. Is equipment functioning properly (test) {22 CCR 66265.195(a){3}} 
a. inlet valves and connections? 
b. Outlet valves and connections? 
c. ·High-level alarm/indicator? 

3. Are ali tanks and waste treatment containers properly closed? (22 ccR 66265.173(a)) 
4. Is secondary containment free of cracks, damage or deterioration? (22 CCR 66265.195(a}(4)) 5. is secondary containment free of accumulated liquids or spill residues? (22 CCR 66265.195(a)(4)) 6. Waste accumulation within the 90 day accumulation time limit? (22 CCR 66262.34(c)) 
7. Is tank labeled with a legibly completed hazardous waste label? (22 ccR 66262.34{f)} Generator name and address; storage start date l!!!Q pick up date (if applicable); contents; physical state; and hazardous properties, 

8. Emergency equipment readily available/accessible and in good condition? (22 ccR 66265.33) 

*Describe any observations lor items checked "NO": 

*Corrective actions required or taken for observations for Items checked "NO": 

Due Date: ____________ Follow-Up Date:------------

0 

0 


